
2-HOLE COMPRESSION
CONNECTOR

BONDING CONDUCTOR TO 
BUILDING GROUND - SIZE 
PER CODE REQUIREMENTS

2-HOLE COMPRESSION
CONNECTOR

#6, GREEN CONDUCTOR TO ALL 
COMPONENTS IN ROOM. RUN 
CONDUCTOR TO CORNER OF ROOM 
BEFORE ROUTING UP WALL.

INSULATED
STANDOFF

18" ABOVE
FINISHED FLOOR

GROUND 
BAR

INSULATED
STANDOFF

REFER TO SPECIFICATIONS 
FOR BUS BAR SIZE 
REQUIREMENTS FOR EACH 
SPACE.

NOTE:

UW-IT
FACILITIES
PLANNING

AND
DESIGN

REV. BY:

REV.:

DATE:

DRN. BY:

CHECK:

APPR:

DATE:

CAD NAME:

DWG. NO.:

SCALE:

GROUNDING
BUS BAR
ASSEMBLY
TYPICAL

1

J. Templin

05/27/14

07/01/11

B. Parks

B. Burglund

L. Floresco

NTS

GRND-BAR-1

GBB-CI-1


	Layout

